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TANK REHABILITATION GENERAL: 1. LEON VALLEY HAS RIGHT OF FIRST REFUSAL ON ANY SALVAGED EQUIPMENT. CONTRACTOR TO COORDINATE LEON VALLEY HAS RIGHT OF FIRST REFUSAL ON ANY SALVAGED EQUIPMENT. CONTRACTOR TO COORDINATE WITH LEON VALLEY INSPECTOR ON DELIVERY OF SALVAGED EQUIPMENT TO OTHER LEON VALLEY FACILITIES. SHOULD LEON VALLEY NOT WANT TO RETAIN SALVAGED EQUIPMENT, CONTRACTOR SHALL BE RESPONSIBLE FOR DISPOSAL AT NO ADDITIONAL COST. 2. CONTRACTOR TO COORDINATE WITH LEON VALLEY REPRESENTATIVE AND DELIVER ANY SALVAGEABLE MATERIAL CONTRACTOR TO COORDINATE WITH LEON VALLEY REPRESENTATIVE AND DELIVER ANY SALVAGEABLE MATERIAL TO A FACILITY SPECIFIED, AS REQUIRED BY LEON VALLEY INSPECTORS. 3. CONTRACTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE DURING THE REMOVAL AND DELIVERY PROCESS AT CONTRACTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE DURING THE REMOVAL AND DELIVERY PROCESS AT CONTRACTORS EXPENSE. 4. RESTORE ALL DISTURBED AREAS TO ORIGINAL OR BETTER CONDITION NO SEPARATE PAY ITEM. EXISTING SITE RESTORE ALL DISTURBED AREAS TO ORIGINAL OR BETTER CONDITION NO SEPARATE PAY ITEM. EXISTING SITE IMPROVEMENTS SHALL BE PROTECTED DURING THE TANK REHABILITATION WORK. ANY AND ALL DAMAGES SHALL BE CORRECTED AND RETURNED TO ORIGINAL (PRE-CONSTRUCTION) CONDITION TO THE APPROVAL OF LEON VALLEY AND THE ENGINEER. 5. CONTRACTOR MUST KEEP VEHICLES AND EQUIPMENT WITHIN LIMITS OF SITE. CONTRACTOR SHALL BE CONTRACTOR MUST KEEP VEHICLES AND EQUIPMENT WITHIN LIMITS OF SITE. CONTRACTOR SHALL BE RESPONSIBLE FOR SITE SECURITY. COORDINATE WITH INSPECTOR JOHN KONZEN 512-422-7655. 6. CONTRACTOR SHALL TAKE NECESSARY MEASURES TO AVOID FUGITIVE BLAST DEBRIS FROM ENTERING DRAINAGE CONTRACTOR SHALL TAKE NECESSARY MEASURES TO AVOID FUGITIVE BLAST DEBRIS FROM ENTERING DRAINAGE STRUCTURES. 7. CONTRACTOR SHALL REPLACE ALL EXISTING LABELS AND SIGNS CURRENTLY ON THE TANK AFTER PAINTING CONTRACTOR SHALL REPLACE ALL EXISTING LABELS AND SIGNS CURRENTLY ON THE TANK AFTER PAINTING OPERATIONS ARE COMPLETE, NO SEPARATE PAY ITEM. 8. EXISTING VALVES MAY LEAK TO INTERIOR OF TANK. CONTRACTOR SHALL REQUEST APPROVAL FROM ENGINEER EXISTING VALVES MAY LEAK TO INTERIOR OF TANK. CONTRACTOR SHALL REQUEST APPROVAL FROM ENGINEER AND OWNER BEFORE TAKING MEASURES TO CONTROL WATER AS REQUIRED FOR INTERIOR WORK. 9. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING RESIDUAL WATER LEFT IN TANK AFTER INITIAL TANK CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING RESIDUAL WATER LEFT IN TANK AFTER INITIAL TANK DRAINING. NO SEPARATE PAY ITEM. 10. CONTRACTOR SHALL DISPOSE OF ALL SEDIMENT LEFT IN TANK AFTER INITIAL TANK DRAINING AT AN APPROVED CONTRACTOR SHALL DISPOSE OF ALL SEDIMENT LEFT IN TANK AFTER INITIAL TANK DRAINING AT AN APPROVED LAND FILL OR AS DIRECTED BY THE ENGINEER. NO SEPARATE PAY ITEM. 11. REMOVE ANY EXISTING FREEZE PROTECTION ON EXTERIOR VALVES & PIPES AND REPLACE SUBSEQUENT TO REMOVE ANY EXISTING FREEZE PROTECTION ON EXTERIOR VALVES & PIPES AND REPLACE SUBSEQUENT TO EXTERIOR COATINGS. NO SEPARATE PAY ITEM. 12. CONTRACTOR IS RESPONSIBLE FOR REMOVING & REINSTALLING EXISTING ANTENNAS ON TOP OF THE EST AS CONTRACTOR IS RESPONSIBLE FOR REMOVING & REINSTALLING EXISTING ANTENNAS ON TOP OF THE EST AS NEEDED FOR BLASTING AND COATING WORK. CONTRACTOR SHALL COORDINATE WITH NORTH SIDE INDEPENDENCE SCHOOL & OWNER OF RADIO EQUIPMENT FOR REQUIREMENTS OF ADVANCE NOTIFICATION AND DETERMINATION OF SPECIFIC REQUIREMENTS OF OWNER. CONTRACTOR SHALL PROVIDE ESTIMATED DOWN TIME OF ANTENNA IN ADVANCE, CONTACT KELLEY FRYAR AT (210) 397-5661. NO SEPARATE PAY ITEM FOR THIS WORK.  13. ACCESS ROAD AND DRIVEWAY DAMAGED DURING CONSTRUCTION SHALL BE REPLACED AS DIRECTED AND ACCESS ROAD AND DRIVEWAY DAMAGED DURING CONSTRUCTION SHALL BE REPLACED AS DIRECTED AND APPROVED BY LEON VALLEY AND THE ENGINEER. NO SEPARATE PAY ITEM. 14. OWNER DOES NOT GUARANTEE WATERTIGHT SHUTDOWN FROM ALL EXISTING VALVES. CONTRACTOR IS REQUIRED OWNER DOES NOT GUARANTEE WATERTIGHT SHUTDOWN FROM ALL EXISTING VALVES. CONTRACTOR IS REQUIRED TO ACCOMMODATE LEAKAGE AS NECESSARY TO PERFORM REQUIRED WORK AT NO ADDITIONAL COST TO OWNER. 15. PROVIDE CONDUCTOR SUPPORT FITTINGS FOR SUPPORTING OF CONDUCTORS IN VERTICAL CONDUIT OR CABLE PROVIDE CONDUCTOR SUPPORT FITTINGS FOR SUPPORTING OF CONDUCTORS IN VERTICAL CONDUIT OR CABLE RUNS AS PER NEC ARTICLE 300.19. 16. ALL NUTS AND BOLTS USED MUST HAVE AN ANTI-SEIZE COMPOUND APPLIED. GASKETS SHALL BE 1/8-INCH, ALL NUTS AND BOLTS USED MUST HAVE AN ANTI-SEIZE COMPOUND APPLIED. GASKETS SHALL BE 1/8-INCH, CLOTH-INSERTED RUBBER CORROSIVE ACID AND ALKALI FREE FOR POTABLE WATER CONFORMING TO ANSI B16.21-92 AND AWWA C207-07. FLAT FACED FLANGES SHALL REQUIRE FULL-FACED GASKETS. RAISED FACE FLANGES SHALL REQUIRE FLAT RING GASKETS. 17. CONTRACTOR SHALL REFER TO THE TECHNICAL SPECIFICATIONS FOR THE PREPARATION REHABILITATION, AND CONTRACTOR SHALL REFER TO THE TECHNICAL SPECIFICATIONS FOR THE PREPARATION REHABILITATION, AND PAINTING OF THE EXTERIOR AND INTERIOR OF THE TANK AND APPURTENANCES. SEE TECHNICAL SPECIFICATION SECTION TS. 18. REGARDING BID ITEM NO. 10, FOR THE NEW CITY ANTENNA CONDUIT, DISCONNECT THE WIRING AT THE J-BOX REGARDING BID ITEM NO. 10, FOR THE NEW CITY ANTENNA CONDUIT, DISCONNECT THE WIRING AT THE J-BOX LOCATED AT THE BASE OF THE LADDER LEG AND REMOVE BOTH EXISTING CONDUIT AND ELECTRICAL WIRING FROM THE TANK THAT RUNS UP THE LEG LADDER AND DEMO. INSTALL NEW RUN OF 1-INCH DIA. CONDUIT FROM THE J-BOX AT GROUND LEVEL UP TO THE BALCONY PLATFORM AND TERMINATE AT NEW J-BOX. PULL NEW RUN OF ELECTRICAL WIRING THROUGH CONDUIT AND TERMINATE INSIDE J-BOX. 
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